
 SAFETY PRECAUTIONS:

INSTALLATION INSTRUCTIONS
LLW - LED Linear Wrap

• WARNING: TO REDUCE THE RISK OF DEATH, PERSONAL INJURY OR PROPERTY DAMAGE FROM FIRE, ELECTRIC 
SHOCK, FALLING PARTS, CUTS/ABRASIONS, AND OTHER HAZARDS READ ALL WARNINGS AND INSTRUCTIONS 
INCLUDED WITH AND  ON THE FIXTURE BOX AND ALL FIXTURE LABELS.

• WARNING: BEFORE INSTALLING, SERVICING, OR PERFORMING ROUTINE MAINTENANCE UPON THIS EQUIPMENT, 
FOLLOW THESE GENERAL PRECAUTIONS.

• WARNING: COMMERCIAL INSTALLATION, SERVICE AND MAINTENANCE OF LUMINAIRES SHOULD BE PERFORMED 
BY A QUALIFIED LICENSED ELECTRICIAN.

• WARNING: FOR THE INSTALLATION: IF YOU ARE UNSURE ABOUT THE INSTALLATION OR MAINTENANCE OF THE 
LUMINAIRES, CONSULT A QUALIFIED LICENSED ELECTRICIAN AND CHECK YOUR LOCAL ELECTRICAL CODE.

• WARNING: TO PREVENT WIRING DAMAGE OR ABRASION, DO NOT EXPOSE WIRING TO EDGES OF SHEET METAL 
OR OTHER SHARP OBJECTS.

• WARNING: DO NOT MAKE OR ALTER ANY OPEN HOLES IN AN ENCLOSURE OF WIRING OR ELECTRICAL 
COMPONENTS DURING KIT INSTALLATION.

• WARNING: TURN OFF ELECTRICAL POWER AT FUSE OR CIRCUIT BREAKER BOX BEFORE WIRING FIXTURE TO THE 
POWER SUPPLY.

• WARNING: TURN OFF THE POWER WHEN YOU PERFORM ANY MAINTENANCE.
• WARNING: VERIFY THAT SUPPLY VOLTAGE IS CORRECT BY COMPARING IT WITH THE LUMINAIRE LABEL 

INFORMATION.
• WARNING: ALL WIRING CONNECTIONS SHOULD BE CAPPED WITH UL APPROVED WIRE CONNECTORS.
• CAUTION: AVOID DIRECT EYE EXPOSURE TO THE LIGHT SOURCE WHILE IT IS ON.
• CAUTION: ACCOUNT FOR SMALL PARTS AND DESTROY PACKING MATERIAL, AS THESE MAY BE HAZARDOUS TO 

CHILDREN.
• CAUTION: RISK OF BURN. DISCONNECT POWER AND ALLOW FIXTURE TO COOL BEFORE CHANGING HANDING 

FIXTURE.
• GREEN GROUND SCREW PROVIDED IN PROPER LOCATION. DO NOT RELOCATE.
• MINIMUM 90° SUPPLY CONDUCTORS.
• SPECIFICATIONS AND DIMENSIONS SUBJECT TO CHANGE WITHOUT NOTICE.
• SUITABLE FOR DRY OR DAMP LOCATION
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ALWAYS TURN OFF THE POWER SUPPLY FROM MAIN CIRCUIT BREAKER FIRST!
1. REMOVE THE LENS FROM THE HOUSING NEAR ONE END OF THE HOUSING BY USING THE PROVIDED SUCTION 

CUP. PRESS THE SUCTION CUP TO ABSORB ONE SIDE OF THE LENS, PULL THE SUCTION CUP TO DETACH THE 
LENS FROM THE LUMINAIRE HOUSING (FIG. 1).

2. USE A SCREWDRIVER TO PUNCH OUT ONE OF THE KNOCKED HOLES AND PASS THE ELECTRICAL CABLE OUT 
FROM THE HOUSING.

3. USE THE LUMINAIRE AS A TEMPLATE BY PLACING IT ON THE JUNCTION BOX AND PENCILING IN THE CEILING 
THE FOUR HOLES POSITIONS. PUT THE LUMINAIRE ASIDE AND DRILL THE FOUR HOLES. INSERT AN ANCHORING 
BOLT (NOT INCLUDED) INTO EACH HOLE. SCREW THE FOUR MOUNTING SCREWS INTO EACH ANCHORING 
BOLT,THEN CONNECT THE AC WIRES (FIG. 2).

4. INSTALL THE LENS STARTING AT ONE END OF HOUSING. INSERT LENS SLOT ONTO EDGE OF HOUSING.
CAREFULLY SQUEEZE THE LENS  TO ENGAGE OPPOSITE SIDE WITH HOUSING. CONTINUE THIS ACTION DOWN 
LENGTH OF LENS UNTIL FULLY INSTALLED ONTO HOUSING (FIG. 2).

5. TURN ON THE FIXTURE.

 SURFACE MOUNT (A) INSTALLATION:

 SURFACE MOUNT (B) INSTALLATION:
1. REMOVE THE LENS FROM THE HOUSING NEAR ONE END OF THE HOUSING BY USING THE PROVIDED SUCTION 

CUP. PRESS THE SUCTION CUP TO ABSORB ONE SIDE OF THE LENS, PULL THE SUCTION CUP TO DETACH THE 
LENS FROM THE LUMINAIRE HOUSING.

2. USE A SCREWDRIVER TO PUNCH OUT ONE OF THE KNOCKED HOLES AND PASS THE ELECTRICAL CABLE OUT 
FROM THE HOUSING.
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3. USE THE LUMINAIRE AS A TEMPLATE BY PLACING IT ON THE 
JUNCTION BOX AND PENCILING IN THE CEILING THE FOUR 
HOLES POSITIONS. PUT THE LUMINAIRE ASIDE AND DRILL 
THE FOUR HOLES. INSERT AN ANCHORING BOLT INTO EACH 
HOLE. SCREW THE FOUR MOUNTING SCREWS INTO EACH 
ANCHORING BOLT,THEN CONNECT THE AC WIRES.

4. INSTALL THE LENS STARTING AT ONE END OF HOUSING. 
INSERT LENS SLOT ONTO EDGE OF HOUSING.CAREFULLY 
SQUEEZE THE LENS  TO ENGAGE OPPOSITE SIDE WITH 
HOUSING. CONTINUE THIS ACTION DOWN LENGTH OF LENS 
UNTIL FULLY INSTALLED ONTO HOUSING.

5. TURN ON THE FIXTURE.
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 SUSPENSION MOUNTING INSTALLATION:
ALWAYS TURN OFF THE POWER SUPPLY FROM MAIN CIRCUIT BREAKER FIRST!
1. USE THE CHAINS TO HANG THE LUMINAIRES ONTO THE CEILING.
2. PLUG THE POWER CORD WITH THE PLUG INTO THE FEMALE CONNECTOR OF THE ONLY FIXTURE THAT NEEDS 

TO BE CONNECTED TO THE POWER SUPPLY.
3. THEN USE THE PROVIDED DUAL-HEAD MALE CONNECTORS TO CONNECT OTHER REQUIRED FIXTURES IN SERIES. 

THE NUMBER OF CONNECTED FIXTURES MUST NOT EXCEED THE RATED SETTING.
4. TURN ON THE LUMINAIRE.
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